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To analyze the extent of fire risk in historic Chinese wooden structure buildings, the fire load 
characteristics of a historic temple in Beijing were studied. In this paper, the thermogravimetric 
experiments and cone calorimeter experiments were conducted on raw wood collected from historic 
Chinese buildings. Based on the experiment results, temple fire experiments were conducted in a full-
scale model temple with high fire load in a historic Chinese wooden structure temple. FDS software 
was used to explore the characteristics of fire growth and spread in the initial fire. The results 
demonstrated that the pyrolysis kinetics parameters of historical wood were smaller than those of fresh 
wood. The reference temperature at 150℃ with wood density of 410 kg/m3 in wooden structure building 
fire simulation was relatively credible. It’s easier to occur flashover in historic wooden structure 
buildings of a lower wood density and pyrolysis parameters. 





















1. Introduction  
Heritage building is a listed building of historical and cultural significance, which show the 
accomplishments of past eras and is non-renewable. (Bernardini et al. 2016; Zhou et al. 2018; 
Chorlton and Gales 2019, 2020). In Beijing, a large proportion of accredited historical buildings 
are wooden structures, which is a special kind of frame structure with unique dou gong (corbel 
brackets) and tenon joints used as connections, especially the roof structures with large exposed 
timber surfaces. (Durak, Erbil and Akıncıtürk 2011; Regueira and Guaita 2018). Ibrahim et al. 
(2011), Li, Yu, and Yu (2012) and Schmid et al. (2014) concluded that the fire resistance rating 
of historic architecture is low, its flammable objects with good combustion conditions, which 
belongs to level 3 to level 4 fire resistance. Many attempts have proposed to develop 
approaches that address the fire risks of historic buildings (Watts and Solomon 2002; Zhou, 
Zhou, and Chao 2012). Meanwhile, Lowden and Hull (2013) and Altun, Doğan, and Bayraml 
(2016) studied the flammability behavior of wood and methods for its reduction. Chen etc. 
(2018) discovered that radiation heat contributed significantly towards promoting fire spread 
on a sloped roof. Emberley et al. (2017) and Bartlett et al. (2017) carried out compartment fire 
tests with multiple exposed timber surfaces. The test results are helpful to the analysis of fire 
development process in wooden buildings.  
The State Administration of Cultural Heritage and the Ministry of Public Security issued the 
Ten Provisions on Fire Safety Management of Cultural Relics (Ten Provisions on Fire Safety 
Management of Cultural Relics. 2015). Matsushima and Takaya (2017) and Neto and Ferreira 
(2020) studied that although the fire safety regulations for historic timber buildings have been 




buildings, fires still broke out frequently in historic buildings recently. 
Due to the complex wooden structures, high fire load density, aging electrical lines and lack of 
targeted fire protection measures, most historic buildings are faced with serious fire threats as 
they can be damaged by flame, heat, smoke, falling debris, together with inappropriate fire 
measures (Chow and Chow 2010; Huang et al. 2011; Zheng and Liu 2013; Dong, You, and Hu 
2014; Tung et al. 2018). Moreover, wood materials decay over time owing to the presence of 
aggressive environmental conditions, which is easy to be ignited and spread rapidly with a 
lower wood density (Östman and Tsantaridis. 2016; Meng et al. 2018). Pyrolysis is a key 
process in all stages of wood burning from ignition to extinction (Richter and Rein 2020). 
Besides, the pyrolysis temperature and reaction heat of timber are two important parameters 
for fire analysis of timber buildings (Poletto et al. 2012; Gašparovič et al. 2012; Tapasvi et al. 
2013; Tian et al. 2016). Only by inputting scientific and reasonable pyrolysis parameters can 
the fire dynamics process be simulated more accurately.  
Fire Dynamics Simulator (FDS) is widely used among fire study groups to simulate building 
fires, including smoke and flow characteristics (Chen et al. 2010; Byström et al.2012; 
Weinschenk, Overholt, and Madrzykowski 2016; Tung et al. 2018). In literature, most fire 
models of wooden building are relatively simple and the models maybe not advanced enough, 
resulting in less accuracy for fire simulation in compartments with combustible structural 
materials (Östman, Brandon, and Frantzich 2017). Besides, few large-scale fire experiments 
have been carried out on historic wooden buildings, therefore, additional full-scale tests with 
pyrolysis parameters of historical wood are needed to provide information on fire spread.  




wooden structure buildings as limited information was available for this fire scenario. To 
analyzed the fire risk of an accredited historical temple in use in Beijing, in situ fire load 
surveys was conducted. Besides, wood thermogravimetric experiments and cone calorimeter 
and electronic balance tests were carried out to obtain pyrolysis kinetics parameters and 
physical parameters of historical wood samples. Thus, room fire experiments with scientific 
and reliable parameters were conducted in a full-scale model temple equipped with both 
movable and fixed fire loads. Numerical simulations were then carried out by FDS software to 
predict the fire growth and spread characteristics. Furthermore, comparative experiments were 
conducted to demonstrated the input parameter settings affecting the fire spread. Finally, some 
feasible protection measures were put forward.  
2. Methodology 
2.1 Temple building studied 
2.1.1 Architectural features, structure and furniture 
The temple is over 600 years, which is a royal temple constructed with wood and brick, the 
dimensions of the temple are 21 m by 51 m and 19 m in height, as shown in Figure 1. Walls 
with a thickness of 0.9 m consisted of wooden framing and stone. Fourteen fixed wooden-
structure windows & doors faced south, with the total areas of 280 m2. The interior timber 
structure is complicated with beams, columns and eave rafters, which are joined together in a 
close-knit structure. There are many wooden exhibits on display in the temple. Large areas of 
timber structures and wood exhibits make it at a great fire risk. This type of structure is one of 
the most representative in historical buildings with different amounts of fire loads were 




temple were also provided. 
The temple was divided into three areas (A1, A2, A3) to show the wood furniture positions and 
dimensions from the temple, as shown in Figure 2 & 3, including displaying desks, wooden 
shelf, wooden sculpture and wooden building model.  
Figure 2 shows the furniture from the temple (used for fire safety simulations).   
Figure 3 shows the positions and dimensions of the furniture. 
2.1.2 Fire loads of temple structure and materials 
The total floor area investigated amounted to 982.36 m2. The fixed and movable fire loads 
survey results were shown in Table 1 and 2. The total fixed fire load was about 4,107,377 MJ, 
including wooden pillars, purlines, mortice joints, beams, rafters, roof board and wooden wall 
(incl. windows & doors) and the fire load belong to roof accounted for about 71.9%. Besides, 
the fixed fire load density (average heat of combustion) was about 4383.88 MJ/m2. The 
movable fire load was about 953,099 MJ, including display desks, wooden shelf, wooden 
sculpture and wooden building model and the movable fire load density was about 970.21 
MJ/m2. The total value of fixed and movable fire load density was 5354.09 MJ/m2.  
The fire load density of modern residential buildings in house and office is 780 MJ/m2 and 420 
MJ/m2 separately (Zhu et al. 2008). Compared to the fire load density of the historical temple 
(5354.09 MJ/m2), which is about 6.86 times and 12.75 times that of the house and the office.  
2.2 Experiment: wood thermogravimetric experiment and cone calorimeter test 
The wood thermogravimetric experiments were carried out by German NETZSCH Thermal 
Analyser (Wen et al. 2004) in the Key Laboratory for Thermal Science and Power Engineering 




from the historic wooden temple in Beijing, which were part of remnants of wood repairs from 
Beijing Municipal Administration of Cultural Heritage, shown in Figure 4.  
• For testing: the wood powder was produced according to the GB 2677 (2004). 1-8 standard 
method. 
• The experimental conditions: (1) Atmosphere: air; (2) Gas flow rate 50 ml/min; (3) Heating 
rate 5 K/min; (4) Sample amount 5 mg. 
The pyrolysis behaviour of the wood samples is determined by thermogravimetry (TG) and 
derivative thermogravimetry (DTG) (Cordero 1989). The results of thermogravimetry were 
showed in Figure 5. TG curve showed the change of sample mass with temperature, DTG curve 
showed the rate of mass variation, and the peak point of DTG indicates the maximum mass 
loss rate (Mohomane, Motaung, and Revaprasadu 2017; Wang, Jia, and Xin 2017). 
According to a previous work, Pre-exponential factor and apparent activation energy were 
obtained based on the kinetics equations of wood pyrolysis reaction and the thermogravimetric 
analysis (TGA) data (Bianchi et al. 2011; Sanchez-Silva et al. 2012; Matheus, Zattera, and 
Santana 2012), the results were shown in Table 3. The minimum of the pyrolysis kinetics 
parameters was White pine, with a Pre-reference factor of 3.08×105 1/min and an apparent 
activation energy of 75,120 kJ/kmol. The pyrolysis kinetics parameters of Red pine and Nanmu 
were higher than those of Spruce. The maximum of the pyrolysis kinetics parameters was Fir, 
with a Pre-reference factor of 2.12×106 1/min and an apparent activation energy of 83,020 
kJ/kmol. 
Table 4 presents the physical parameters of wood samples by cone calorimeter and electronic 




difference, ranging from 4.65%~5.79%. The average calorific value of the original wood 
samples was 23.9 MJ/kg of White pine, 19.2 MJ/kg of Red pine, 18.6 MJ/kg of Spruce and 
13.6 MJ/kg of Nanmu. In addition, density of Nanmu and White pine was 561.8 kg/m3 and 
505.9 kg/m3 separately, which was much higher than that of other two. Density of Red pine 
(413.7 kg/m3) and Spruce (386.0 kg/m3) was similar, while density of Spruce was the lowest. 
2.3 Numerical simulation settings  
2.3.1 Brief introduction of FDS 
This paper used Fire Dynamics Simulation (FDS) version 5.0 2012 to simulate the fire in the 
temple. FDS is a fire dynamics simulation tool, developed by the National Institute of 
Standards and Technology. Based on the theories of combustion, fluid mechanics, and 
thermodynamics, FDS can accurately simulate different fire scenarios, which is widely used in 
fire science engineering (McGrattan et al. 2007; Hadjisophocleous and Jia 2009; Sun et al. 
2011). 
2.3.2 Settings of simulations using FDS   
The temple model was built by Pyrosim, which is a pre-processing software developed for FDS. 
The plausible model consists of fixed and active fire loads. The size of fixed fire loads was 
based on the architectural drawings, the size of active fire loads was measured through field 
investigation. The wooden pillars, purlines, mortice joints, beams, rafters, roof board and 
wooden wall (incl. windows & doors) were the components of the fixed fire loads, whereas the 
active fire loads are the furniture and booth, including displaying desks, wooden shelf, wooden 
sculpture and a wooden building model, as illustrated in Figure 3. The fire loads were all 




grid-independent tests were performed in the simulation workstation. We finally set a mesh of 
0.27 m × 0.27 m × 0.27 m with a total number of 1.5552 million grids. The boundary conditions 
were set in consistent with the external environment, and the ambient temperature was 20°C. 
Windows & doors were kept open throughout the experiment on the southern side of the temple. 
Based on the investigation of the fire load calculation, the temple was in accordance with the 
rapidly fire type, with a fire growth index of 0.0469 kW/s2, and choosing t2 type as the fire 
source type. The fire position was set under the showcase, the power of per unit fire source 
area was 240 kW (Lu, W.-L. and J.-X. Cheng, 2012). In order to explore the fire spread 
characteristics before the flashover (the early stage of fire spread) in the historical building, the 
simulation was terminated at 800 sec. Simulation data for the FDS model, including 
temperature, heat-release rates, smoke concentration, the visibility variation and CO2 & CO 
concentration were obtained from FDS files. Seven thermocouples were located at different 
heights above the fire source. Two temperature slices were set at the center of the fire source 
to reflect the temperature variation during the fire spread.  
2.3.3 The judgement of flashover 
The critical conditions of the occurrence of a flashover are of great significance to the 
prevention and control of fires. Hao and Hadjisophocleous (2011) and Chow and Chow (2010) 
discussed that flashover is the most important phenomenon involved in fire, which marks the 
transition from the early stage of the fire (pre-flashover) to the fully developed fire. Flashover 
is the term describing a sudden increase of temperature with the fire jumping from the growth 
stage to the development stage, which marks the beginning of the full development phase of 




intake through openings can give a big fire. The whole room will then become a big burning 
object. There are three main points to judging the critical conditions (Fan et al. 2014). 
• The heat flux received by the combustibles on the interior ground-floor reaching 20 
kW/m2;  
• The temperature of the air below the ceiling reaching close to 600°C;  
• The burning rate being over 40 g/s. Satisfying one of the above conditions can be 
considered as a flashover. For different buildings, the critical conditions are different.  
This paper chose the temperature of the smoke near the roof being close to 600°C when the 
flame spread to the top of the temple as the critical condition. 
3. Results and Discussion 
In order to respond to the objective, the fire growth and spread was analyzed in a historic 
wooden structure temple. The study was developed in two main stages:(1) Basic fire 
development in the temple, including fire spread, HRR and temperature, smoke spread, CO2 & 
CO concentration; (2) Parameter settings that affect the fire spread, including wood pyrolysis 
kinetics parameters, reference temperature (RT) and wood density.  
3.1 Basic fire development in the temple 
The time variation of flashover time in different conditions was shown in Table 5. The fire 
spread trends during fire growth were aligned, but flashover time of Spruce issued 10~20 sec 
earlier than that of the other three historical wood (Cases1~ 4). Take the Spruce burning case 
as an example to analyzing the basic fire development of the early stage in the temple. Details 




3.1.1 The spread of the fire 
Figure 6 shows the process of fire spread. Due to buoyancy, flame tended to ascend vertically 
upwards and spread to the roof at about 300 sec. From 300 sec to 360 sec, we found that fire 
tilted increasingly towards the fuel bed pushing the flame towards the unburned region of the 
roof board. At 360 sec, flames ignited purlins, beams, lookouts, rafters, etc, which indicated 
that a flashover was on the way. The fire ignited the four corners of the temple and was soon 
filled with flame around 420 sec. The ingress of outdoor air contributed to the burning of wood 
within the boundaries of the building. In addition, flames gushing out of the windows & doors 
was common. 
3.1.2 The HRR and temperature variation 
The time variation of the HRR was showed in Figure 7(a). Before 260 sec, the HRR was at a 
low level and started to rapidly increase with more and more severe development of the fire at 
360 sec. At approximately 480 sec, the HRR reached its maximum value, 750 MW. Figure 7(b) 
presents the temperature distribution obtained from thermocouples: the temperature was lower 
as the fire spread slowly in the early stage (before 260 sec), and the indoor temperature rose to 
above 600°C around 360 sec with a flashover taken place, after which the indoor temperature 
started to gradually decrease but still above 300°C.  
Figure 8 illustrated slice of temperature distribution across two sections at 360 sec. It can be 
seen from a-a section that temperature near the sloped roof exceeded 600°C. In the same slice, 
the temperature increased gradually when height was increased and the highest temperature 
was near the sloped roof. Since there was a lot of fire load on the roof, it produced more heat 




towards promoting fire spread on a sloped roof, driven by the upslope wind induced by the fire. 
As can be seen from b-b section that temperature in the left part of the temple was higher than 
that of the right part. In other words, the fire in the left part was more serious than that in the 
right part. That was because there were more movable fire loads in the left part of the temple. 
Therefore, it’d better to optimize the distribution of indoor movable fire loads to reduce the 
occurrence of fire or lessen the severity of fire.  
From the simulation data and gushing out of flames under visual observation, one can be sure 
that flashover occurred at around 360 sec. Therefore, the judgment of flashover occurrence 
based on the temperature of 600°C near the roof was reliable.  
3.1.3 The spread of the smoke 
The smoke layer can be visualized through three-dimensional plots as shown in Figure 9 (a). 
From Figure 9(a) we can find that smoke started to accumulate on the sloped roof under the 
action of buoyancy after the temple caught fire. At 120 sec, smoke spread up to the wall, after 
hitting the roof, it began to accumulate and spread around. At 240 sec, smoke filled the entire 
ridge. At about 360 sec, smoke filled the entire temple. Since no mechanical exhaust device in 
the temple, smoke can spread out through the windows & doors and other gaps in the building. 
As can be seen in Figure 9(a), the simulation result was able to replicate the smoke spread 
behaviour. Figure 9(b) illustrates the smoke concentration variation at H=2 m, 3 m, 5 m. The 
smoke concentration was less than 20%/m before 100 sec due to the fire spread slowly at the 
beginning of combustion. From 150 sec to 400 sec, the smoke concentration increased rapidly 
as the fire gradually entered the full development stage. Before 400 sec, the smoke 




the concentration of smoke reached 100% with the visibility dropped to zero. 
From Figure 9(a) we can find that the upward propagation speed of smoke was faster than that 
horizontally. Meanwhile, smoke tended to flow upwards driven by buoyancy and accumulated. 
That phenomenon was often referred to as "the stack effect." The stack effect was the main 
driving force behind the upward flow of smoke.  
Figure 9(c)shows the visibility variation at different heights in the temple. Before 120 sec of 
the fire, visibility was almost at the same level and was all above 10 m. Between 120 sec and 
300 sec, smoke and soot particles continued to spread upwards under the action of buoyancy 
and the visibility was constantly decreasing. The more smoke accumulated, the poorer the 
visibility was, and the visibility at H=5 m is lower than that at H=3 m and H=2 m before 400 
sec. At around 400 sec, visibility was down to nearly 0 m in the temple. 
3.1.4 The variations of CO2 & CO concentration  
Figure 10(a) shows the CO2 concentration variation. The CO2 concentration stayed a low level 
in the early stage of the fire, and gradually increased to 0.04 kg/m3 from 120 sec to 240 sec. 
Between 300 sec and 330 sec, the CO2 concentration appeared a “jumping” due to the unstable 
combustion process or the short-term weakening of the fire when the fire spread from one 
position to another. The CO2 concentration reached about 0.1 kg/m
3 after 460 sec. 
Figure 10(b) shows the CO concentration variation. The CO concentration was not increased 
until 150 sec. Between 360 sec and 380 sec, the CO concentration also appeared a “jumping”. 
We speculated that the combustion process of indoor combustibles was unstable or the supply 
of air was relatively insufficient during combustion. After 400 sec, the CO concentration 




3.2 Factors affecting the spread of fire 
There are many factors affecting the fire spread. When choosing the option of inputting 
pyrolysis parameters and the density of combustible material, the influences of pyrolysis 
parameters of fresh wood and historical wood on fire spread were analyzed. When choosing 
the option of inputting RT and the density of combustible material, the influences of different 
RT as well as the density of wood on fire spread were analyzed. Besides, the two options of 
parameter setting were compared and analyzed. The conclusions are reasonably proved by 
comparison derived from full-scale tests performed on FDS.  
3.2.1 Effect of wood pyrolysis parameters and density 
In this paper, a large number of literatures were reviewed, the pyrolysis parameters of some 
fresh wood were obtained and simulated. In order to control for a single variable, we set the 
density to 410 kg/m3. Cases 5 ~ 8 in Table 5 presented fire experimental results of four types 
of relatively fresh wood. Torch pine was the first to occur a flashover, at 450 sec, which was 
90 sec later than that compared with that of Spruce in Case 3. The flashover time of other three 
fresh wood was even later and no flashover of Masson pine in 800 sec. 
Compared the pyrolysis parameters in Cases 1 ~ 8, we can find that pyrolysis parameters 
(including Pre-reference factor and apparent activation energy) of historical wood were smaller 
than those of fresh wood. The results demonstrated the smaller the pyrolysis parameters were, 
the faster fire spread and the sooner flashover occurred.  
3.2.2 Effect of RT and density 




parameter setting to run fire spread process by inputting RT and the density of combustible 
material. Numerical simulations with the same temple model to predict the fire features, the 
results were shown in Table 5 in Cases 9 ~ 12. We can see that the setting of RT=150°C and 
the wood density of 410 kg/m3 in Case 9 was relatively reasonable and credible as the 
simulation result was consistent with the results in Case 3. Meanwhile, comparing Cases 9 ~ 
12, we can easily find that the lower the RT was, the shorter the time of flashover was.  
To further explore the influence of wood density on flashover time, additional different wood 
density settings were added in Case 13 and Case 14 in Table 5. Compared the results of wood5 
(561.8 kg/m3) and wood6 (640 kg/m3) with that of wood1(410 kg/m3), we can find that 
flashover time of wood1 was 100 sec ~ 310 sec earlier than that of wood5 and wood6 separately. 
We concluded that the lower the density of wood was, the sooner flashover occurred. 
4. Conclusions 
In this study, in-situ fire load surveys were carried out in an accredited historical wooden 
structure temple in use in Beijing. Besides, pyrolysis kinetics parameters and physical 
parameters of historical raw wood were obtained by wood thermogravimetric experiments and 
cone calorimeter and electronic balance tests. Numerical simulations were performed to study 
fire spread characteristics in historic wooden buildings. Finally, by comparing the results of 
flashover time in different experiment conditions, we discovered the influences of different 
parameter settings on fire spread. The results show that this method can reflect the varying of 
scenes of historic wooden buildings indoor fire accurately, and the results can provide 
references for the fire spread characteristics of historic wooden structure buildings. The 




(1) There was a large of fire load in the historic wooden structure temple, the fixed fire load 
density was about 4,383.88 MJ/m2, the movable fire load density was about 970.21 MJ/m2, the 
total fire load density was about 5,354.09 MJ/m2. The total fire load density of the historic 
wooden structure temple was about 6.86 times ~ 12.75 times that of the houses and the offices.  
(2) Four types of historical wood have little difference in physical properties except density. 
The highest density of Nanmu was 561.8 kg/m3, followed by White pine (505.9 kg/m3) and 
Red pine (413.7 kg/m3), and Spruce (386.0 kg/m3) was the lowest. 
The maximum pyrolysis kinetics parameters of Spruce were the largest, Pre-reference factor 
was 2.12×106 1/min and apparent activation energy was 83,020 kJ/kmol. The minimum of the 
pyrolysis kinetics parameters of White pine were the smallest, Pre-reference factor was 
3.08×105 1/min and apparent activation energy was 75,120 kJ/kmol. Meanwhile, the pyrolysis 
kinetics parameters of historical wood were smaller than those of fresh wood, leading to the 
fire spread faster and flashover occurred more than 90 sec earlier than that of fresh wood.  
(3) There was no significant difference in the flashover time of four kinds of historical wood. 
Spruce occurred a flashover at about 360 sec, White pine and Red pine occurred at about 370 
sec, while Nanmu occurred at about 380 sec. 
(4) The direction of smoke spread in a historic wooden temple usually follows this path: near 
the fire source → vertical rising → titled towards the sloped roof → hit the top board → spread 
horizontal and downward. The characteristic of fire spread is: fire spread is slowly in the early 
stage, when it spread to the roof of the temple, it will easily occur a flashover and spread in the 
whole room. 




wood structure buildings. At the same time, flashover time of that was 100 sec and 310 sec 
earlier than that with wood density of 561.8 kg/m3 and 640 kg/m3 separately.  
Fire prevention measures are as follows: 
(1) The historic wooden temple has a large of fire loads, which should be properly reduced in 
order to reduce fire risks. Strengthen control of the fire sources: strictly control the use of 
candles, fireworks and the incense burners around the temple. 
(2) Strengthen fire protection of the roof. To reduce the fire damage, the fire suppression system 
should be started within 6 minutes after the fire. 
(3) In the principle of not affecting the architectural style and the value of cultural relics, fire-
retardant technology should be used to treat wood beams and pillars with fire-retardant coatings 
and flame-retardant liquids. For non-relic fabrics that are not frequently replaced in historic 
buildings, such as curtains, temporary retardant treatment can be used. 
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Table 1: Fixed fire loads of the temple hall 
Table 2: Movable fire loads of the temple hall 
Table 3: Results of cone calorimeter experiment 
Table 4: Results of thermogravimetric experiment 
Table 5: Effects of wood pyrolysis kinetics parameters on flashover (four types of historical wood, fresh 









































The hall area 982.36 m2 Density 
Heat of 
combustion 
Total heat of 
combustion 
L (m) W (m) H (m)  Numbers kg/m3 MJ/kg MJ 
Area size 46.69 21.04      
Wooden pillars 
0.76 6.63 16 410.0 17.95 353,980 
0.76 10.35 16 410.0 17.95 552,593 
Purline 0.48 46.69 13 410.0 17.95 807,919 
Mortice joints 
0.5 0.36 46.69 1 410.0 17.95 61,850.7 
0.39 0.37 46.69 2 410.0 17.95 991,67.3 
0.56 0.38 46.69 4 410.0 17.95 192,623 
Beam 
0.6 0.37 3.3 8 410.0 17.95 43,132.6 
0.69 0.37 6.6 8 410.0 17.95 99,204.9 
0.89 0.5 10.04 8 410.0 17.95 263,046 
0.59 0.58 16.74 8 410.0 17.95 337,267 
Rafter 0.15 21.04 156 410.0 17.95 425,646 
Roof board 46.69 21.04 0.1 1 410.0 17.95 722,966 
Wooden wall (incl. 
windows & doors) 
42.21 0.12 6.63 1 410.0 17.95 247,149 
 Total heat of 
combustion (MJ) 




Average heat of 
combustion (MJ/m2) 













Table 2: Movable fire loads of the temple hall 
Combustion 
The hall area 982.36 m2 Density 
Heat of 
combustion 
Total heat of 
combustion 
L (m) W (m) H (m) Numbers kg/m3 MJ/kg MJ 
Area size 46.69 21.04      
Display desk 
1.1 1.1 0.8 1 410.0 17.95 7,124 
19.2（above  
the fire） 
1.2 0.8 1 410.0 17.95 135,650 
6.0 1.2 0.8 2 410.0 17.95 84,781 
5.5 1.2 0.8 2 410.0. 17.95 77,717 
5.0 1.2 0.8 3 410.0 17.95 70,651 
4.0 1.2 0.8 3 410.0 17.95 84,781 
Wood building 
model 
4.8 4.4 1.8 1 410.0 17.95 279,779 
Wood shelf 3.6 1.4 3.5 1 410.0 17.95 129,822 
Wood sculpture 2.5 2.5 1.8 1 410.0 17.95 82,794 
 Total heat of 
combustion (MJ) 
      953,099 
Average heat of 
combustion 
(MJ/m2) 







































White pine 285.2℃ 319.3℃ 1.38% 75.12 3.08 x105 
Red pine 290.7℃ 317.4℃ 1.59% 75.79 3.40 x105 
Spruce  263.2℃ 308.3℃ 1.76% 83.02 2.12 x106 


























































White pine 5.44 505.9 23.9 
Red pine 4.65 413.7 19.2 
Spruce 5.79 386.0 18.6 
Nanmu 5.33 561.8 13.6 









Table 5: Effects of wood pyrolysis kinetics parameters on flashover (four types of historical wood, fresh 
wood and RT=150 with different wood density) (Yan, H.-P., X.-X. Lu, and T.-F. Qin. 1997) 










Case1 White pine —— 505.9 3.08×105 75,120 Flashover at about 370 sec 
Case2 Red pine —— 413.7 3.40×105 75,790 Flashover at about 370 sec 
Case3 Spruce —— 386.0 2.12×106 83,020 Flashover at about 360 sec 
Case4 Nanmu —— 561.8 6.42×105 78,450 Flashover at about 380 sec 








—— 410.0 3.62×108 98,340 
Fire spread to the top beam at 
about 780 sec 
Case8 Masson pine —— 410.0 2.05×108 98,580 No flashover occurred 
Case9 Wood1 150 410.0 —— —— Flashover at about 360 sec 
Case10 Wood2 125 410.0 —— —— Flashover at about 220 sec 
Case11 Wood3 200 410.0 —— —— 
Fire spread to the top beam at 
about 750 sec 
Case12 Wood4 250 410.0 —— —— No flashover occurred 
Case13 Wood5 150 561.8 —— —— Flashover at about 460 sec 








Figure 1: Elevation, plan and section of the temple hall studied. 
Figure 2. Layouts of indoor furniture in the temple hall （A1, A2 and A3 are three areas).  
Figure 3. Positions and dimensions of furniture in the hall (A1, A2 and A3 defined in the Figure 2.) 
Figure 4. Wood Samples collected from the historic wooden buildings   
Figure 5. Measured woods pyrolysis process using the Thermogravimetric Analyzer. 
Figure 6. Rendering view of fire spread with the increasing time in the hall (internal and external). 
Figure 7. Simulated heat release rate with various times (a); Thermocouple temperature variations with 
different heights and times (b). 
Figure 8. Simulated temperature distributions across two sections (at 360 sec). 
Figure 9. Rendering of smoke spread in the hall with the increasing time (a); Variations of smoke 
concentration at various heights above the floor (b); Variations of visibility in time at three heights 
above the floor: 2 m, 3 m and 5 m (c). 
















Figure 1: Elevation, plan and section of the temple hall studied. 
a) Elevation 
b) Plan (a-a & b-b are the positions of two sections) 






















    
 

































































Figure 7. Simulated heat release rate with various times (a); Thermocouple temperature variations with 



















Figure 9. Rendering of smoke spread in the hall with the increasing time (a); Variations of smoke 
concentration at various heights above the floor (b); Variations of visibility in time at three heights 







Figure 10. Variations of CO2 & CO concentration in time. 
 
 
 
 
 
